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Abstract

This paper describes the hardware and software

configuration of a Test Matrix Sequencer, a general

purpose test matrix profiler that was developed for

research test facility automation at the NASA Lewis
Research Center. The system provides set points to

controllers and contact closures to data systems during

the course of a test. The Test Matrix Sequencer con-

sists of a microprocessor-controlled system which is

operated from a personal computer.

The softwaxe program, which is the main element

of the overall system is interactive and menu driven

with pop up windows and help screens. Analog and di-

gital input/output channels can be controlled from a

personal computer using the software program.
The Test Matrix Sequencer provides more efficient

use of aeronautics test facilities by automating repe-

titive tasks that were once done manually.

Introduction

In aeronautics research, test time in a research

facility is a valuable and limited resource. Optimal

facility utilization requires not only an increase in the

number of test programs, but also in the amount of

data acquired during any given test program. Any

increase in utilization is greatly desired and the facility

becomes a more productive resource.
Remote control of variables, such as model geome-

try, probe position, and facility valves, has been used
for sometime at NASA Lewis to enhance productivity

by reducing the time required to change these
variables.

The next logical steps in the path toward increas-

ing facility utilization are to minimize the time be-

tween data points and to maximize the quality of data
taken at each test point. Automating the entire test

matrix, which consists of a sequence of multiple test

points, is a means of increasing productivity.
Previous test matrix automated systems at Lewis

have required lengthy setup times, inflexible se-

quencing options, limited analog and digital input/
output options, and limited programmability. These

earlier systems did not allow for on-line adjustments,

operator intervention, or proficient configuration

changes.
For these reasons NASA Lewis set out to develop

a system that would provide flexibility and increased

operational capability. The system developed, the
Test Matrix Sequencer (TMS), is a general purpose,

programmable, personal'computer-based set-point pro-

cessor (fig. 1). The TMS consists of a microprocessor
subsystem with analog and digital input/output chan-

nels controlled from a personal computer by a menu
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Fig. 1 Test Matrix Sequencersystem.
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driven program. Below is a list of the system's major
features:

• 14 Analog I/O
• 14 Facility system analog inputs
• 15 Discrete r/O
• Variable ramping of outputs
• 0.1 Percent accuracy
• 50 Unique test points
• Fully programmable
• Multiple test sequences
• Menu driven
• Help screens
• Interactive checkout
• File handling
• Simple operator panel
• Ease of operation
• Serial communications
• Data recording control

The microprocessor subsystem handles all of the

low level I/O in a parallel processing fashion. This
allows the personal computer to continue to run the

test matrix, monitor the channels, and keep the oper-
ator informed of the test status.

The software program, which is the heart of the

system, allows the user to configure, store, and run

complete test matrices as well as to directly control the

I/O channels from the keyboard. The system also, at

each test point, verifies controller operation, turns on

recorders, waits for user permissives, and handles the

data system communications. Figure 2 shows how the

system can be integrated in an automated test facility.

The TMS has proven to be ideal for use in the

aeropropulsion research test facilities at Lewis since it

automates repetitive tasks such as the positioning of
actuators for multiple test conditions. The TMS

accomplishes these tasks with far more accuracy,

repeatability, and speed than manual operation.

STstem Overview

The TMS (fig.3) consistsof an electronichard-

ware system with 14 analog and 15 digitaluser config-

urable I/O channels and a software program running

on a personalcomputer. The system can acquire14

additionalanalog inputsfrom the facilitydata system.

The program iswrittenin Turbo Pascal and isa fully

integrated,menu-driven system.

The electronichardware, consistingoftwo micro-

processors with digital and analog boards, is housed in

a 7-inl-highrack'mountable chassiswith an active

frontpanel. The analog and digitalboards each con-

sistsof a microprocessorwith a passiveI/O rack that

willacceptopticallyisolatedI/O modules. The mo-

dulescontain allthe signalconditioningrequiredto

interfacewith fielddevicesand the onboard micropro-

cessor. Analog modules provide 12-bitresolutionin a

varietyof full-scaleranges for both the outputs and

inputs. Digitalmodules are used forsensingon/off

voltagesin a wide range ofdc voltages aswell as dry
contact closures.

The Test Matrix Sequencer Software consistsof

four major routines:

• Run Time Matrix
• Print Run Time Matrix

• Hardware Configuration
• Print Hardware Configuration

The Run Time Matrix routine allows the user to

define, load, save and run the test matrices. The

Hardware Configuration routine enables the user to

define the analog and digital I/O channel parameters

for the run time portion of the program and perform

file operations. The Print Hardware Configuration

and Print Run Time Matrix routines provide printouts

of the user-defined sequences and configurations.
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Hardware

The Test Matrix Sequencer electronics axe con-

tained in one 7-in.-high, rack-mountable chassis. The

front panel (fig. 4), which is divided into two sections,
displays the status of the Test Matrix Sequencer inde-

pendent of the software program. The autoranging di-

gital voltmeter can be used to monitor any of the ana-

log channels as well as to test the power supplies. A

light-emitting diode on each digital I/O channel indi-

cates the channel status. Other front panel controls

include manual overrides for the system input channels

and a switch to enable or disable data recording system

sequencing.

Internally, the system consists of analog and digi-

tal I/O boards, power supplies, and a switch panel

(fig. 5). Each I/O board contains a microprocessor and

a passive mounting rack.

Each microprocessor performs the following func-
tions: serial communication with the personal compu-

ter, onboard diagnostics, error checking, and low-level

communication to I/O channels. The microprocessor
communicates with the host computer via an RS 422/

485 bus operating at 19.2K baud. The RS 422/485
card, which plugs into a slot in the personal computer,

protects the system from transients and communicates

serially with electronic hardware up to 5000 ft away.
The 19.2K baud rate was selected because it can pro-

vide maximum throughput communication from a per-

sonal computer to the I/O modules.
The passive mounting racks accept commercially

available I/O modules. These racks allow the place-
ment of modules in any position and allow for the

replacement of modules without disturbing field wiring.

The analog and digital I/O modules are of a

general-purpose, optically isolated plug-in type that are

controlled by a personal computer through the local

microprocessor.

The digital input modules are capable of detecting

voltages from 2.5 to 28 V dc and feature input filter-

ing, high noise rejection, and transient-free switching.

Two types of digital output modules axe available:
form A mechanical relays and voltage outputs. The

Fig. 5 Test Matrix Sequencerinternal view.

form A mechanical relaysfurnisha dry contactclosure,

and the voltageoutput modules controland switch

voltagesfrom 5 to 60 V dc.

The analog I/O modules axe availablein fourvol-

tage ranges (0to 5,0 to 10, *5, *I0 V dc) with 12-bit

resolutionand accuracy of ±0.1 percent ofspan. The

analog input modules have differentialinputs,and all

I/O modules are opticallyisolatedfrom the field
devices. Fieldconnectionsto the TMS axe made

through the two-pin connectorson the back of the

chassis{fig.6).

Software

The softwareprogram that operates the TMS is

menu driven with windows and fullyintegratedhelp

screens. All options inthe program may be selected

Fig. 4 Test Matrix Sequencer front panel.
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Fig. 6 Test Matrix Sequencer rear panel interconnect.
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from a moving bar type menu or from the function

keys.The program consistsof four major routines: the

Run Time Matrix, Print Run Time Matrix, Hardware

Configuration,and Print Hardware Configuration
routines.Each routineisselectedfrom the main menu

(fig. 7).
The Run Time Matrix routine allows the user to

create,test,and run testmatrices.Italsoallowsmanu-

aloperation ofthe inputs and outputs forcheckout

purposes. When the user runs thisroutine,a hardware

configurationfilemust be specified.The configuration

fileiscreatedwith the Hardware Configuration routine

and provides allthe necessarychannel information to

run TMS.

The Print Run Time Matrix routineprovidesthe

user with a hard copy of the user-definedtestmatrix.

• Check discreteand digitalinputs
• Startcountdown timer
• Close data system contact
• Wait fordata system contact

Each test point in the test matrix can use some or all

of theseoptionslisted.

When the Run Time Matrix option isselected

from the main menu, the user isprompted for a hard-

ware configurationfilename. The hardware configu-

rationfilecontains allof the necessarychannel

information.

The main screenof the Run Time Matrix routine

(fig.8) isin a spreadsheettype of format, with the

analog channels on the leftand the testpointsacross

the top. Each analog output channel set up in the

Hardware Configurationroutineisdisplayed on this

The third option on the main menu, the Hardware page along with its associated labels and limits.

Configurationroutine,allows the user to identifythe

type of hardware to be used, the symbolic names for

channels,conversionrules,and other informationspe-

cificto the I/O channel. Once the Hardware Config-

urationhas been setup, itcan be saved on disk and

used to builda number of testmatrices.

The Print Hardware Configurationroutineisthe

lastoption and provides a hard copy recordof the

specifichardware configuration.

TEST MATRIX SEQUENCER_

FI .............. RUN T_ME MATRIX

F2 ............... PRINT RUN T_ME MATRIX

F9 ............... HARDWARE CONFIGURATION

F4 ............... PRTNT HAR_WAnE CONFIGURATION

ii

ESC TO QUiT 'j_
J

Fig. 7 Main menu.

Run Time Matrix

The Run Time Matrix portionof the program is

where the user actuallycreatesand runs the testma-

trix.The testmatrix isbuiltfrom multipletestpoints

or subsequences. Each testpoint consistsofthe fol-

lowing steps :

• Output analog setpoints
• Verlfy analog inputs
• Check system permissives
• Set discreteand digitaloutputs

All

the set points are defined on the Analog Output Page.

Each set point is entered directly in the spreadsheet by

moving the cursor to the desired location and entering
the new data.

Set points may also be entered dynamically into

the test matrix through the asynchronous communica-

tions channel. This enables the set points to be as-

signed to the test matrix while the sequencer is run-
ning. The facility data system provides the set points

on the serial communication channel, and the TMS ac-

quires the set points at run time. With this capability

the set points can be a function of model conditions

during a run.

An optional ramp time may be entered with each

set point on the Analog Output Page. This enables

the user to ramp an analog output from one test point

to the next. Ramp durations can extend from 1 msec
to several minutes. The last column on the Analog

Output Page lists all ramp times for the test point de-
fined by the cursor position in the spreadsheet.

ANALOG OUTPUT PAGE 12 , 21

M_ltix l.O. = CONFIG2 DAT Eng. Units

RC"_pI

N _"n e Un_s 0 1 2 [ 3 4 5 6 OFF
!

PROBE 1 INCHES 0.000 o,025 0.050 0.o75 D._O0 0.125 O.150 0,0_

PROEE 2 INCHES 0,000 0,250 _ 0.750 1000 1.250 1.500 0,000

PLUG_I INCHES 5.000 4.25Q 4.150 4,050 3950 3.850 3.75Q 0,OO0

PLUG_2 iNCHES 5.000 4,250 4150 4.050 3,£*50 3.850 3.750 0.000

ANGLE_I DEGREE5 0.000 1.500 20O0 2250 2.400 2.5OO 2.600 0.OO0

ANGLE 2 DEGnEE_ o,ooo 0.245 0354 0.456 0.521 0.658 0.798 0.000

MAIN P,AMP OEGREES 0.000 -O.500 -1_000 -1.500 -1,750 -2,000 -2,250 0.000

L;mlls on selected channel O,CO0 to s.ooo

FILES DISP UNrT_ EDIT OP$ RUNT[ME SPREAD3HEET OUrr

Change _o IDD!Analog rr_put Page or Dtg_la; 1/O Page

Fig. 8 Run Time Matrix Routine - analog output page.
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The software limits for the current channel are dis-

played below the spreadsheet. These limits axe defined

by the user and restrict the range of output values
entered in the test matrix.

Each test point has associated with it an Analog

Input Page and Digital I/O Page in addition to the
information on the Analog Output Page. The Analog

Input Page is used to define the analog input for the

test point as well as to set up the system permissives
and countdown timer for the test point. The Digital

Input Page is used to define the discrete or digital

input and output conditions for the test point.
On the Analog Input page (fig. 9) an input range

or tolerance may be specified for each input channel.

These ranges are relative to the value set on the Analog

Output Page for the associated output channel.
There are two methods for inputting analog data:

through input modules on the analog I/O board and

through an asynchronous communications channel (RS

232). The communications channel inputs data from
control room readouts called individual digital displays

(IDD's). The IDD's are controlled by the facility data
system via a daisy chain communication network in the

control room. This gives the TMS the potential for an

additional 14 analog inputs.
Other options on the Analog Input page axe the

setting of the system Input Permissives and the test

point Wait Time. The input permissives axe two input
contacts that can be checked after the analog inputs

are verified during the run sequence.

The Digital I/O page (fig. 10), also associated

with each test point, allows the user to define the

digital output and input conditions. The outputs de-

fined in the hardware configuration program axe listed

on the left, and the inputs on the right. Displayed

with the digital outputs are the initial conditions for
each channel. The options for the output channels axe

UseArrows

to move

Press Rat
to ed;t

FlOcoples
to tesz

Press F1 to
dec Test PI

Press F2 Io
In¢ Test pl

Use Es©
zo e=g

Test Point # 17

I DIGITAL ..... ] YES[ [ "DIGITAL PERM2 [ NO I

FS -> Digital Perm, F6 -> DigBal Perm 2

ANALOG INPUT PAGE

IDD INPUTS ANALOG INPUTS

NAME ERROR BAND I NAME ERROR BAND

PRB 2 tDD 0.OO5 0.005 PRS_POB_I 0.005 0.005

ANG_I IDD 0.050 0.050 PLUG_POS 1 0.020 0.020

ANG_2_IDG 0.010 0.010 PLUG POS 2 0,020 0.020

RAMP IDO 0.025 0_025

I'wA_I.... I

Fig. 9 Run Time Matrix Routine - analog input page.

UseAfrows
to move

Press Rat
to edi!

FtO copies
to rest

Press FI to
dec Test Pt

Press F2 to
Inc Test pt

Use Ese
to exit

Digital I/O Pages

Digital 0uiput s ...... Digit al lnpuls

Name IC

S'lrTl_C YCLIC

TAPE_REC OFF

RESET OFF

F5 - Copy from last

Tesl Point # 42

, 51ate

t o-.---
! ON

Coedn Name

CYCLIC OK

ON TAPE_$TAT

ON E_CORTACK

FI0 - Copy to rest

Fig. 10 Run Time Matrix Routine - digital I/0 page.

on, off, pulse on, pulse off, and don't care. Each out-

put can be reset to the initial conditions after each test

point or left in the previously set state. The input

channels can be set to wait for either an on, off, or

don't caxe condition. The data system record and

acknowledge contacts may be set on the bottom of the

page. These contacts initiate the data acquisition and
wait for its completion.

The conditions defined on the Analog and Digital

Pages are unique to the test point that is displayed at

the top of the page. Each Page may be either config-

ured individually or copied from other test points.

This gives the user maximum flexibility when creating

the test matrix.

Once the matrix is defined, the user can save it to
disk and either run it or build another matrix based on

the same hardware configuration. This way there can

be multiple test matrices built and ready to run on
disk.

Once the test matrix has been created, the user

must define the run sequences. The program allows

four sequences (main, A, B, and C) to be stored at any

one time. Each sequence can be used individually or
in combination with other sequences to form loops.

The TMS may be configured to have the main se-

quence call one of the lower order sequences such as A,

B, or C. In addition sequence A may call B, and B

may call C. This ability to call multiple subsequences

gives the user four levels of looping when defining a

test sequence. Each of these sequences is defined with

a seqnence editor. The validity of each sequence is
verified before it is stored.

Before the TMS can actually be operated, it must

be brought on-line. This involves turning on the ana-

log outputs. This is a software-controlled switch that
ensures that all the outputs axe at a safe value as

defined by the home position {test point 0}. With the

ORIGINAL PAGE IS
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outputs active or ON the user may run and control the

inputs and outputs. With the outputs inactive the
TMS runs in a simulation mode. This mode of opera-

tion runs the same sequences as the normal operation

except the I/tO are disabled.
The TMS software provides three ways of modify-

ing the analog and digital I/tO. The three modes are
• Direct interactive
• Single test point
• Normal sequence
The direct interactive mode allows the user to

modify, in engineering units, any output channel from

the keyboard and to monitor its associated input chan-

nel. This mode is useful in the initial setup and in the

calibration of analog I/tO channels. The original and
current set points are displayed along with continu-

ously updated input values. The TMS software will

display the effects of changing the outputs in real time.

In single test point mode, the TMS software runs

an individual test point. This mode is also useful in

the setup and checkout phase of a test. A single test

point can be checked independently from the rest of the
matrix. This affords the user the ability to examine

how modifying multiple set points affects the test
model.

In the normal sequence mode the program executes

the test points in the sequence previously defined. It is
in this mode that the Run Time Screen is displayed to

keep the user informed of the status of the run.

The Run Time Screen (fig. 11) informs the user of

the status of each item by the use of screen attributes.

The attributes are reverse video for inactive, blinking

for active, and normal video for completed items. On

completion of the run, the display returns to the analog

output page ready for another run or editing.

During the operation the user may stop or abort

the run. Stopping the run simply causes execution to

Ff0 - STOP RUN

_- F1 TO ABORT

SE'TPOINTS

NAME9

PROBE_I

PROBE_2

PLUG_i

PLUG2

ANGLE_I

ANGLE_2

MAINRAMP

F1 - ABORTRUN

TEST POfbtT # 1 FI 0 TO 9TOP l

DIGITAL

VALUE OUTPUTS INPUTS

0.025 _ CYCUC CYCLIC_OK

0.250 TAP_ ft]_C TAPE_STAT

4,250

4.250

1.500

0,245

-O.500

ESCORT BEC I ESCORT ACK

_ _ _ r

Fig. 11 Run Time Matrix Routine - run time screen.

stop at the current point and returns to the analog

output page. Aborting causes the execution to stop
and sets all the outputs to the home position (test

point 0).
Other features of the Run Time Matrix portion of

the TMS software are full featured editing including

insertion and deletion of full or partial test points,

multilevel integrated help screens, and operation by

either a menu selection or function keys.

Print Run Time Matrix

The Print Run Time Matrix routine prints the

test matrix in one of two formats: test point or input/-

output. Both formats prompt the user for a file name

and display a directory listing of the available matrix
files.

The Test Point Format prints all the information

for each test point specified.

The I/O Format prints the test matrix informa-
tion in the following order: analog outputs, analog

inputs, digital permissives, digital outputs, and digital

inputs. The user is prompted for the range of test

points to be printed.

Hardware Configuration

The Hardware Configuration routine selected from

the main menu is used to identify all the necessary
information for the Run Time Matrix portion of the

system. When this option is selected, the main config-
uration screen is displayed identifying the 14 analog

and 11 discrete user I/O channels. (Four dedicated dis-

crete I/tO channels are available in Run Time Matrix

Routine.) An existing configuration file may be loaded
or a new one created from this screen. When an exist-

ing file is loaded, the user specified name of each

channel is displayed adjacent to the associated channel

number (fig. 12). These channel numbers are the phy-
sical slot numbers on the analog/tdigital I/tO boards.

Channels are selected by using the arrow keys to move
the reverse video block to the desired slot.

A window pops up on the right side of the screen
when one of the analog channels is selected. This

window (fig. 13) identifies and allows editing of the

configuration associated with this channel. The analog
edit window contains the symbolic names associated

with the channel, the type of I/tO it is, the conversion
information, and the limit setting. The following pa-

ragraphs describe the fields in the analog edit window.

The In'st field in the analog window defines the

symbolic name to be associated with that channel

throughout the program. The next field tells the

program whether the user has installed an analog

input or output module. If an analog output is
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Use Arrow Keys to M_e Highlighl ed Cell to Sel_t _on

Return - To Select Option

Rle Name : CONFIG2DAT

.... ANALOG CHANS --

3 ii,o B
. i . mBmm
._,28
0_,3i
. _. ibm

ES¢ ToRetumlo Menu

- DIGITAL CHANS --

, m_.a,m ,,i
,ira
si

i |NWIA LIZIE RETURN

Edit Curten! File

Fig. 12 Hardware Configuration Routine - main screen.

Use Arrow Keys to Move Highlighled Ce0 to

Return TO Select Option

File Name : CONFIG2 DAT

---- ANALOG CHANS --

2_ , m'_mm
3timBre ,0mw_m

Name .............. PROSE 1

Input / Output ....... Outpul

Verification Address 2

m ]NITTALIZE RETURN

Edit Cufrent File

Fig. 13 Hardware Configuration Routine - analog I/O screen.

selected, the Verification Address field is displayed.

This address, which is an analog slot number or IDD

address, specifies the channel or IDD that the sequencer

will use to verify any actions taken by the current out-

put channel. This is how the input channels described

above are set up to monitor output channels.

The voltage range field identifies for the program

the voltage range of the I/O module installed. The

engineering units label is an optional user specified
name that will be displayed with the channel

throughout the TMS software.
Another field in the analog edit's window is the

conversion rule setup for both input and output chan-

nels. This is accomplished by correctly setting the

coefficients parameters during the analog configuration.

The coefficients supplied are fit to a quadratic equa-

tion.This enablesthe TMS software to set the outputs

and displaythe inputs in engineeringunits.

The lasttwo fieldsinthe analog window are the

softlimits.These may be assignedvaluesto ensure

that the outputs remain within some predefined

bounds. These limitsare enteredin engineeringunits.

Similar to the analog case, the selection of a

digital channel causes a window to pop up on the left

side of the screen (fig. 14). The options associated
with the selected channel are displayed. The name is a

label used to identify the channel throughout the TMS

software as it was in the analog case. The second field

simply identifies for the program whether the channel

is an input or an output. If the channel is configured

as an output, the third option allows the user to

specify an initial condition (on/off).

The hardware configuration can be saved to a file

on disk for use by the Run Time Matrix program once

the configuration is complete.

Use Arr_ Keys to Move Highlight ed Cell to SeleCtion

Return TO Select Option

File Name : CONF]G2,CAT

NAME .............

INPUT / otrrPUT ... Oulput

INITIAL STATE .... OFF

Fig. 14 Hardware Configuration Routine-digital I/O screen.

Print Hardware Configuration

This routine, selected from the main menu, pro-

vides the user with a hard copy of a specified hardware

configuration. When selected, this routine displays a

directory of all configuration files. The printed copy

lists all the channels configured starting with the

analog I/O channels followed by the digital I/O
channels.
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Applications

The TMS has been used inseveralLewis aeropro-

pulsionresearchfacilitiesand testprograms. A general

applicationsblock diagram isshown in figure15. Some

of theseincludethe Advanced InletTest in the 9 by 15

Foot Low Speed Wind Tunnel, the Counterrotating

Advanced Turboprop Test in the 8 by 6 Foot

Supersonic Wind Tunnel, and the Mach 5 InletTest in

the 10 by 10 Foot Supersonic Wind Tunnel.

In itsin'stapplicationthe TMS was used to posi-

tion two bleed valvesin the Advanced InletTest. In

thistestthe TMS was configuredwith a pair of analog

outputs used as set pointsto electrohydraulicservo-

controllers.These controllerspositionedthe vaxiable

bleedvalves. The TMS alsohad two analog inputsset

up to read the positionof the bleed valvesto verifythe

controller'soperation. In addition,the TMS was

configuredto take advantage of the permissiveinputs

toverifythat the model was aerodynamically at the

desiredconditionbeforedata were taken. The TMS

then provided the contactclosureto the data system

and waited for a_knowledgement from the data system

beforeproceeding to the next testpoint.

In the Counterrotating Advanced Turboprop Test,

the TMS was set up to position a wake survey probe

through a 28-point test matrix. The TMS provided the

analog output to a controller and verified the position

of the probe before taking data. Once the position was
verified, the TMS provided a contact closure to the

TMS Application Block Diagram

Digilal I4"O

"--'-'_l Facility Pcrmissivcs

T

M

Analog

Outputs

Analog

Inputs

'IC°ntr°llcrs I

)igitat UO

------_ Aux. Data Systems [

Digital I/O ,] Facility

I Data System

, IM° c,1Facility
, Actuator

] IA._log

Inputs

IS

Communications

Fig. 15 General application block diagram.

data recording system and waited for acknowledge-
ment before continuing. If the probe position could not

be verified, the TMS notified the operator by display-
ing an error screen to prompt the operator for action.

The use of the TMS greatly improved the efficiency

and repeatability of the probe surveys.
The TMS was used in the Mach 5 Inlet Test to

position 12 probes in various configurations through a
sequence of25 testpoints. In thistest,severaltest

matriceswere set up and saved on disk. Since each

testmatrix specifieda probe configuration,config-

urationchanges requiredonly loadinga new data file.

The TMS fullyautomated the data acquisitionby

moving the probes to the requiredposition,waiting for

the desiredmodel condition,triggeringthe data sys-

tem, waiting for acknowledgment, and continuingto

the next testpoint.

Automating the processsaved valuable tunnel

time in that the probes were positionedsimultaneously

insteadofmanual positioningof each one individually.

SHInlTIAI_

Although testautomation isnot new in the nero-

propulsionfacilitiesat NASA Lewis, never beforehas

itbeen as easy or flexible.The Test Matrix Sequencer

isa stand alone system dedicated to facilityautoma-

tionand increasedproductivityat the Lewis Research

Center. The TMS has been used very successfullyin

three ofthe Center'smajor wind tunnelsand, because

of it'ssuccess,istargetedfor use in severalother

aeropropulsionfacilities.In conclusion,the TMS has

proven to be a valuable toolduring the setup,check-

out, and running of testsat Lewis as well as providing

forgreatlyimproved facilityutilization.
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